
Existing Roof Area

The contractor shall allow for removal of all rooftop redundant
ventilation and refrigeration plant via crane. All rooftop penetrations
to be made good once the plant has been removed. Plant supports
to be retained and modified to suit Brethertons fit out.

Indicative Roof Area
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Existing plant deck to be reused where
possible. Structural engineer to confirm

suitability.

Refrigeration pipework to utilise existing
risers.

Supply and extract ductwork to utilise
existing risers. Contractor to suitably
weatherproof existing penetrations.

Existing plant deck to be reused. Structural
engineer to confirm suitability.

WC ductwork to utilise existing riser.
Contractor to suitably weatherproof any
existing penetrations that are being reused.
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